
FIELD CONNECTIONS
FOR POWER INPUTS

TO SERIES 21 INSTRUMENTS

1. STANDARD CONNECTIONS FOR INPUT POWER TO
SERIES 21 INSTRUMENTS MUST BE TERMINALS 11 AND 12.

2. CONNECTION VOLTAGE CAN BE 120 VAC OR 240 VAC
AND CAN BE 50 OR 60 HERTZ.

3. THE POWER SUPPLY CONNECTED TO THE
INSTRUMENT SHOULD BE DIFFERENT FROM THE
TRANSFORMER MANAGED BY THE TRIP RELAY ON THE
INSTRUMENT.

4. IF THE INSTRUCTIONS IN ITEM 3 (ABOVE) ARE NOT
FOLLOWED, UNEXPECTED OR ABNORMAL TRIP
OPERATIONS MAY OCCUR.

5. THIS WARNING APPLIES TO ALL DEVICES WITH TRIP
RELAYS CONNECTED AS DESCRIBED IN ITEM 3 (ABOVE).

6. BE ESPECIALLY CAREFUL IF THE TRANSFORMER
MONITORED BY THE SERIES 21 INSTRUMENT IS THE ONLY
SOURCE OF POWER.
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